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AMENDMENT OF SOLICITATION/MODIFICATION OF CONTRACT

Except as provided herein, all terms and conditions of the document referenced in Item 9A or 10A, as heretofore changed, remains unchanged and in full force and effect.

15A. NAME AND TITLE OF SIGNER (Type or print)

30-105-04EXCEPTION TO SF 30
APPROVED BY OIRM 11-84

STANDARD FORM 30 (Rev. 10-83)
Prescribed by GSA
FAR (48 CFR) 53.243

SOLICITATION NO. W91236-04-R-0036 for Fire and Emergency Services, Phase II, Fort Lee, VA, is hereby amended as follows: 

See Continuation Pages.

1. CONTRACT ID CODE PAGE OF  PAGES

J 1 2

16A. NAME AND TITLE OF CONTRACTING OFFICER (Type or print)

16C. DATE SIGNED

BY 15-Sep-2004

16B. UNITED STATES OF AMERICA15C. DATE SIGNED15B. CONTRACTOR/OFFEROR

(Signature of Contracting Officer)(Signature of person authorized to sign)

8. NAME AND ADDRESS OF CONTRACTOR  (No., Street, County, State and Zip Code) X W91236-04-R-0036

X 9B. DATED (SEE ITEM 11)
16-Aug-2004

10B. DATED  (SEE ITEM 13)

9A. AMENDMENT OF SOLICITATION NO.

11. THIS ITEM ONLY APPLIES TO AMENDMENTS OF SOLICITATIONS

X The above numbered solicitation is amended as set forth in Item 14.  The hour and date specified for receipt of Offer  is extended, X is not extended.

Offer must acknowledge receipt of this amendment prior to the hour and date specified in the solicitation or as amended by one of the following methods: 
(a) By completing Items 8 and 15, and returning 1 copies of the amendment; (b) By acknowledging receipt of this amendment on each copy of the offer submitted;
or (c) By separate letter or telegram which includes a reference to the solicitation and amendment numbers.  FAILURE OF YOUR ACKNOWLEDGMENT TO BE 
RECEIVED AT THE PLACE DESIGNATED FOR THE RECEIPT OF OFFERS PRIOR TO THE HOUR AND DATE SPECIFIED MAY RESULT IN  
REJECTION OF YOUR OFFER.  If by virtue of this amendment you desire to change an offer already submitted, such change may be made by telegram or letter, 
provided each telegram or letter makes reference to the solicitation and this amendment, and is received prior to the opening hour and date specified.

12. ACCOUNTING AND APPROPRIATION DATA (If required)

13. THIS ITEM APPLIES ONLY TO MODIFICATIONS OF CONTRACTS/ORDERS.
IT MODIFIES THE CONTRACT/ORDER NO. AS DESCRIBED IN ITEM 14.

A. THIS CHANGE ORDER IS ISSUED PURSUANT TO:  (Specify authority) THE CHANGES SET FORTH IN ITEM 14 ARE MADE IN THE
 CONTRACT ORDER NO. IN ITEM 10A.

B. THE ABOVE NUMBERED CONTRACT/ORDER IS MODIFIED TO REFLECT THE ADMINISTRATIVE CHANGES (such as changes in paying 
office, appropriation date, etc.) SET FORTH IN ITEM 14, PURSUANT TO THE AUTHORITY OF FAR 43.103(B).

C. THIS SUPPLEMENTAL AGREEMENT IS ENTERED INTO PURSUANT TO AUTHORITY OF:

D. OTHER (Specify type of modification and authority)

E. IMPORTANT:   Contractor is not,   is required to sign this document and return copies to the issuing office.

14. DESCRIPTION OF AMENDMENT/MODIFICATION  (Organized by UCF section headings, including solicitation/contract subject matter
 where feasible.)

10A. MOD. OF CONTRACT/ORDER NO.

0004

2. AMENDMENT/MODIFICATION NO. 5. PROJECT NO.(If applicable)

6. ISSUED BY

3. EFFECTIVE DATE

15-Sep-2004
CODE

USA ENGINEER DISTRICT, NORFOLK
CONTRACTING OFFICE
803 FRONT STREET
NORFOLK VA 23510-1096

W91236 7. ADMINISTERED BY  (If other than item 6)

4. REQUISITION/PURCHASE REQ. NO.

CODE

See Item 6

FACILITY CODECODE

EMAIL:TEL:
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SECTION SF 30 BLOCK 14 CONTINUATION PAGE  
 
 
The following items are applicable to this modification:    
        AMENDMENT 0004 CONT PAGE 

AMENDMENT 0004 TO W91236-04-R-0036 Fire and Emergency Services, Phase II, Fort Lee, 
VA  
 
 
1. Technical Specifications/Drawings are hereby modified in accordance with the following: 

 
a.  See attached narrative (2 pages). 
b. Drawings provided with this amendment are: 

 
1. ES-102 Area A  

   2. Aerial Delivery. Max. FR 
       
  End of Amendment. 
 
 
 
 
 
 
 
 
 
 



 
DRAWINGS 

 
1. Sheet No. C510: 

a. Add the following note to the Anchor Plate Deadman detail: 
“Provide concrete deadman for anchor plate at end of median. Deadman 
shall be continuous with median. Concrete deadman dimensions shall be  
5' –0” (L) x 4'-0” (W) x 18" (D).  Reinforce deadman concrete with #5 
rebar at 6" o.c. placed at mid depth of slab.  Transition deadman 
thickness to median thickness with slope 1(V) to 3 min (H) along bottom 
of concrete. Top of deadman shall match top of median.” 

 
2. Sheet No. E105:  

a. Add the following to the end of note 16:   
“Pole # 2-102 is to be relocated.  Equipment mounted on the pole 
includes:  
15kV air break switch, 3 phase including control pipes, brackets and 
levers, 
13.2kV 3 phase circuit termination 
3 phase 500MCM pot heads for underground termination w/ conduit and 
support brackets 
Down guy 
3 phase lightning arrestors mounted on cross arm with ground wire 
Ground rod 
Crossarm braces 
Various insulator, shoes and bolts as required” 

 
3. Sheet No. E107:  

a. Add note 7 as follows:  “7.  Install 12 strand single mode fiber cable in 
1” innerduct and 3 spare 1” innerducts from gatehouse 1 to existing 
manhole A6A at Adams Ave.  Continue pulling 12 strand fiber cable 
through existing conduit and innerduct from manhole A6A (NEW MH 
TF @ ADFS, sheet ES-102) at Adams Ave.  Continue pulling 12 strand 
fiber cable through existing conduit and innerduct from manhole A6A to 
ADFS building. See sheet E402 and Sheet ES-102 Electrical Site Plan 
Area A – Arial Delivery & Field Services Training Facility (ADFS).” 
 

4. Sheet No. E108:  
a. Add Note 16 to indicate the ductbank from H4 next to the equipment 

pad to Gatehouse 1. 
b. Add note to provide 2- 4”conduit and cable as specified on one line 

diagram from ATS to MDP in Gatehouse 1. 
c. Revise Note 16 to provide 4-250MCM per the one-line diagram and 

note 17. 
d. Add Note 19 to the H3 size telecommunication handholes located in the 

median of Sisisky Blvd.  



e. Delete note 20 in its entirety and the conduit it references. Replace note 
20 as follows:  “20.  Not Used.”  

f. Modify note 21 as follows:  “Install 12 strand single mode fiber cable in 
1” innerduct and 3 spare 1” innerducts from gatehouse 1 to existing 
manhole A6A (NEW MH TF @ ADFS, sheet ES-102) at Adams Ave., 
see sheet E107.  Continue pulling 12 strand fiber cable through existing 
conduit and innerduct from manhole A6A to ADFS building. See sheet 
E402 and Sheet ES-102 Electrical Site Plan Area A – Arial Delivery & 
Field Services Training Facility (ADFS).” 

  


